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KALC |NSTALLATION INSTRUCTIONS FOR THE MANUAL CALL POINT MODELS MCP1....,MCP2....,MCP3....MCP4....

TO TEST & RESET TO REPLACE GLASS / INTERCHANGE BETWEEN RESETTABLE AND GLASS ELEMENT
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